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FIRE ALARM CONDUIT (3/4-INCH). 

HSSD SAMPLE PIPING AND SAMPLE PORT (ABOVE CEILING)

- 1 PAIR #16; SLC/ALD LOOP (L1)

- 1 PAIR #14; NOTIFICATION APPLIANCE CIRCUIT

(SEE RACEWAY NOTES ON EACH FLOOR PLAN)

(SEE RACEWAY NOTES ON EACH FLOOR PLAN)

SEE NOTES PROVIDED ON EACH PLAN FOR CIRCUITS.

HSSD SAMPLE PIPING AND SAMPLE PORT (BELOW CEILING)
HSSD PIPING LAYOUT - FLOOR 2
SCALE: 1/8" = 1'-0"


